Installation:

(Tape this scale template to duct and mark the six need holes to be drilled.)

The sensor should be downstream of any potential leak source to detect the target gas entering into the system. Drill required holes for sampling tubes and sensor mounting flanges. Please use the correct horizontal or vertical sampling tubes for the correct direction of air flow.